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level defined in Appendix C, when tested in 
accordance with the requirements in section 
8.2. 

9.2 Test Cycle 
9.2.1 The following method shall be used 

after the tests and requirements in Sections 
8.1 and 8.2, respectively, are completed. Fol-
lowing the manufacturer’s instructions, the 
equipment shall be cleared of HFC-134a, prior 
to beginning step A. The only refrigerant 
used for this is noted in steps A, C, and E of 
section 9.2.1. The test fixture shown in Fig-
ure 1 to Appendix A shall be used and the 
test shall be conducted at 10, 21, and 49 °C 
ambients. 

A. A 1.13 kg standard contaminated sample 
of CFC-12 (see section 8.1.2a) shall be 
processed by the equipment. 

B. Follow manufacturer’s instructions to 
clear the equipment of CFC-12 before 
processing HFC-134a. 

C. Process a 1.13 kg, standard contami-
nated sample of HFC-134a (see section 
8.2.2a) through the equipment. 

D. Follow manufacturer’s instructions to 
clear the equipment of HFC-134a before 
processing CFC-12. 

E. Process a 1.13 kg standard contaminated 
sample of CFC-12 (see section 8.1.2a) 
through the equipment. 

F. Follow manufacturer’s instructions to 
clear the equipment of CFC-12. 

G. The amount of cross contaminated re-
frigerant, as determined by gas chroma-
tography, in samples processed during 
steps C and E of section 9.2.1., shall not 
exceed 0.5 percent by weight. 

10. Sample Analysis 

10.1 General 
10.1.1 The processed contaminated sam-

ples shall be analyzed according to the fol-
lowing procedure. 

10.2 Quantitative Determination of Mois-
ture 

10.2.1 The recycled liquid phase sample of 
refrigerant shall be analyzed for moisture 
content via Karl Fischer coulometer titra-
tion or an equivalent method. The Karl 
Fischer apparatus is an instrument for pre-
cise determination of small amounts of 
water dissolved in liquid and/or gas samples. 

10.2.2 In conducting the test, a weighed 
sample of 30 to 130 g is vaporized directly 
into the Karl Fischer anolyte. A coulometer 
titration is conducted and the results are 
calculated and displayed as parts per million 
moisture (weight). 

10.3 Determination of Percent Lubricant 
10.3.1 The amount of lubricant in the re-

cycled sample of refrigerant/lubricant is to 
be determined by gravimetric analysis. 

10.3.2 Following venting of nonconden-
sable, in accordance with the manufacturer’s 
operating instructions, the refrigerant con-
tainer shall be shaken for 5 minutes prior to 
extracting samples for test. 

10.3.3 A weighed sample of 175 to 225 g of 
liquid refrigerant/lubricant is allowed to 
evaporate at room temperature. The percent 
lubricant is to be calculated from the weight 
of the original sample and the residue re-
maining after the evaporation. 

10.4 Noncondensable Gas 
10.4.1 The amount of noncondensable gas is 

to be determined by gas chromatography. A 
sample of vaporized refrigerant liquid shall 
be separated and analyzed by gas chroma-
tography. A Propak Q column at 130 °C and 
a hot wire detector may be used for analysis. 

10.4.2 This test shall be conducted on liq-
uid phase samples of recycled refrigerant 
taken from a full container as defined in 7.4 
within 30 minutes following the proper vent-
ing of noncondensable gases. 

10.4.3 The samples shall be shaken for at 
least 15 minutes prior to testing while at a 
temperature of 24 °C ±2.8 °C. 

10.5 Refrigerant Cross Contamination 
10.5.1 The amount of cross contamination 

of CFC-12 in HFC-134a or HFC-134a in CFC-12 
shall not exceed 0.5 percent by weight as de-
termined by gas chromatography. A sample 
of vaporized refrigerant liquid shall be sepa-
rated and analyzed by gas chromatography. 
A 1% SP–1000 on Carbopack B (60/80 mesh) 
column may be used for the analysis. 

[62 FR 68053, Dec. 30, 1997] 

APPENDIX F TO SUBPART B OF PART 82— 
STANDARD FOR RECOVER-ONLY 
EQUIPMENT THAT EXTRACTS A SIN-
GLE, SPECIFIC REFRIGERANT OTHER 
THAN CFC-12 OR HFC-134A 

Foreword 

These specifications are for equipment 
that recover, but does not recycle, any sin-
gle, specific automotive refrigerant other 
than CFC-12 or HFC-134a, including a blend 
refrigerant. 

1. Scope 

The purpose of this standard is to provide 
equipment specifications for the recovery of 
any single, specific refrigerant other than 
CFC-12 or HFC-134a, including a blend refrig-
erant, which are either (1) to be returned to 
a refrigerant reclamation facility that will 
process the refrigerant to ARI Standard 700– 
93 or equivalent new product specifications 
at a minimum, or (2) to be recycled in ap-
proved refrigerant recycling equipment, or 
(3) to be destroyed. This standard applies to 
equipment used to service automobiles, light 
trucks, and other vehicles with similar air 
conditioning systems. 

2. References 

2.1 Applicable Documents—The following 
publications form a part of this specification 

VerDate Mar<15>2010 15:51 Aug 12, 2010 Jkt 220159 PO 00000 Frm 00697 Fmt 8010 Sfmt 8002 Q:\40\40V17.TXT ofr150 PsN: PC150



688 

40 CFR Ch. I (7–1–10 Edition) Pt. 82, Subpt. B, App. F 

to the extent specified. The latest issue of 
SAE publications shall apply. 

2.1.1 SAE Publications—Available from 
SAE, 400 Commonwealth Drive, Warrendale, 
PA 15096–0001. SAE J639—Vehicle Service 
Coupling. SAE J2196—Service Hoses for 
Automotive Air-Conditioning (fittings modi-
fied) 

2.1.2 ARI Publication—Available from Air 
Conditioning and Refrigeration Institute, 
1501 Wilson Boulevard, Sixth Floor, Arling-
ton, VA 22209. ARI 700–93—Specifications for 
Fluorocarbon Refrigerants. 

2.1.3 Compressed Gas Association (CGA) 
Publications—Available from CGA, 1235 Jef-
ferson Davis Highway, Arlington, VA 22202. 
CGA Pamphlet S–1.1—Pressure Relief Device 
Standard Part 1—Cylinders for Compressed 
Gases. 

2.1.4 DOT Publications—Available from 
the Superintendent of Documents, U.S. Gov-
ernment Printing Office, Washington, D.C. 
20402. 

DOT Standard, 49 CFR 173.304—Shippers— 
General Requirements for Shipments and 
Packagings. 

2.1.5 UL Publications—Available from Un-
derwriters Laboratories, 333 Pfingsten Road, 
Northbrook, IL 60062–2096. 

UL 1769—Cylinder Valves. 
UL 1963—Refrigerant Recovery Recycling 

Equipment. 

3. Specifications and General Description 

3.1 The equipment must be able to extract 
from a mobile air conditioning system the 
refrigerant other than CFC-12 or HFC-134a to 
which the equipment is dedicated. 

3.2 The equipment shall be suitable for use 
in an automotive service garage environ-
ment as defined in section 6.8. 

3.3 The equipment discharge or transfer 
fitting shall be unique to prevent the unin-
tentional use of the extracted refrigerant for 
recharging auto air conditioners. 

3.4 Equipment Certification-The equip-
ment shall be certified by Underwriters Lab-
oratories or an—equivalent certifying lab-
oratory to meet this standard. 

3.5 Label Requirements—The equipment 
shall have a label ‘‘Designed Certified by 
(Company Name) to meet EPA requirements 
for use only with (the applicable refrig-
erant). The refrigerant from this equipment 
must be processed to ARI 700–93 specifica-
tions or equivalent new product specifica-
tions before reuse in a mobile air-condi-
tioning system.’’ The minimum letter size 
shall be bold type 3 mm in height. 

4. Safety Requirements 

4.1 The equipment must comply with ap-
plicable federal, state, and local require-
ments on equipment related to the handling 
of the applicable refrigerant material. Safety 
precautions or notices or labels related to 

the safe operation of the equipment shall 
also be prominently displayed on the equip-
ment and should state ‘‘CAUTION—SHOULD 
BE OPERATED BY CERTIFIED PER-
SONNEL.’’ The safety identification shall be 
located on the front near the controls. 

4.2 The equipment must comply with ap-
plicable safety standards for electrical and 
mechanical requirements. 

5. Operating Instructions 

5.1 The equipment manufacturer must 
provide operating instructions that include 
information equivalent to that required by 
SAE J1629, necessary maintenance proce-
dures, and source information for replace-
ment parts and repair. 

5.1.1 The instruction manual shall include 
the following information on the lubricant 
removed: Only new lubricant, as identified 
by the system manufacturer, should be re-
placed in the air conditioning system. Re-
moved lubricant from the system and/or the 
equipment shall be disposed on in accordance 
with the applicable federal, state, and local 
procedures and regulations. 

5.2 The equipment must prominently dis-
play the manufacturer’s name, address, the 
type of refrigerant it is designed to extract, 
a service telephone number, and any items 
that require maintenance or replacement 
that affect the proper operation of the equip-
ment. Operation manuals must cover infor-
mation for complete maintenance of the 
equipment to assure proper operation. 

6.1 Functional Description 

6.1 The equipment must be capable of en-
suring removal of refrigerant from the sys-
tem being serviced by reducing the system 
pressure to a minimum of 102 mm (4 in) of 
mercury below atmospheric pressure (i.e., to 
a vacuum). To prevent system delayed 
outgassing, the unit must have a device that 
assures that the refrigerant has been recov-
ered from the air-conditioning system. 

6.1.1 Testing laboratory certification of 
the equipment capability is required which 
shall process contaminated refrigerant sam-
ples at specific temperatures. 

6.2 The equipment must be preconditioned 
by processing 13.6 kg (30 lb) of the standard 
contaminated refrigerant at an ambient of 21 
°C (70 °F) before starting the test cycle. Sam-
ple amounts are not to exceed 1.13 kg (2.5 lb) 
with sample amounts to be processed at 5 
min. intervals. The test method fixture, de-
picted in Figure 1 to appendix A of this sub-
part, shall be operated at 21 °C (70 °F). Con-
taminated refrigerant samples shall be proc-
essed at ambient temperatures of 10 and 49 
°C, without equipment shutting due to any 
safety devices employed in this equipment. 

6.2.1 Standard contaminated refrigerant, 
13.6 kg (30 lb) sample size, shall consist of 
liquid refrigerant with 1000 ppm (by weight) 
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moisture at 21 °C and 45,000 ppm (by weight) 
of oil (total of one-third mineral oil 525 sus-
pension nominal, one-third PAG with 100 cSt 
viscosity at 40 °C or equivalent, and one- 
third POE with 68 cSt viscosity at 40 °C or 
equivalent) and 1000 ppm by weight of non-
condensable gases (air). Refrigerant shall be 
identified prior to the recovery process to 
±2% of the original manufacturer’s formula-
tion submitted to, and accepted by, EPA 
under its Significant New Alternatives Pol-
icy program, with the exception that any 
flammable components shall be identified to 
±1%. 

6.3 Portable refillable containers used in 
conjunction with this equipment must meet 
applicable DOT Standards. 

6.3.1 The container color must be gray 
with a yellow top to identify that it contains 
used refrigerant. It must be permanently 
marked on the outside surface in black print 
at least 20 mm high ‘‘DIRTY [NAME OF RE-
FRIGERANT]—DO NOT USE, MUST BE 
PROCESSED’’. 

6.3.2 The portable refillable container 
shall have a unique thread connection for 
the specific refrigerant. 

6.3.3 During operation, the equipment 
shall provide overfill protection to assure 
that the storage container liquid fill does 
not exceed 80% of the tank’s rated volume at 
21 °C per DOT Standard, 49 CFR 173.304, and 
the American Society of Mechanical Engi-
neers. 

6.4 Additional Storage Tank Require-
ments 

6.4.1 The cylinder valve shall comply with 
UL 1769. 

6.4.2 The pressure relief device shall com-
ply with CGA Pamphlet S–1.1. 

6.4.3 The container assembly shall be 
marked to indicate the first retest date, 
which shall be 5 years after date of manufac-
ture. The marking shall indicate that retest 
must be performed every subsequent 5 years. 
The marking shall be in letters at least 6 
mm high. 

6.5 All flexible hoses must meet SAE 
J2196 for service hoses except that fittings 
shall be unique to the applicable refrigerant. 

6.6 Service hoses must have shutoff de-
vices located within 30 cm of the connection 
point to the system being serviced to mini-
mize introduction of noncondensable gases 
into the recovery equipment during connec-
tion and the release of the refrigerant during 
disconnection. 

6.7 The equipment must be able to sepa-
rate the lubricant from the recovered refrig-
erant and accurately indicate the amount re-
moved from the simulated automotive sys-
tem during processing in 30 mL units. 

6.7.1 The purpose of indicating the 
amount of lubricant is to ensure that a prop-
er amount of new lubricant is returned to 
the mobile air conditioning system for com-
pressor lubrication. 

6.7.2 Refrigerant dissolved in this lubri-
cant must be accounted for to prevent sys-
tem lubricant overcharge of the mobile air- 
conditioning system. 

6.8 The equipment must be capable of con-
tinuous operation in temperatures of 10 to 49 
°C and must comply with 6.1 and 6.2. 

7. For test validation, the equipment is to 
be operated according to the manufacturer’s 
instructions. 

Application 

The purpose of this standard is to provide 
equipment specifications for the recovery of 
any refrigerant other than CFC-12 or HFC- 
134a for return to a refrigerant reclamation 
facility that will process it to ARI Standard 
700–93 (or for recycling in other EPA ap-
proved recycling equipment, in the event 
that EPA in the future designates a standard 
for equipment capable of recycling refrig-
erants other than CFC-12 or HFC-134a). 

Reference Section 

SAE J639—Vehicle Service Coupling 
SAE J2196—Service Hoses for Automotive 

Air-Conditioning 
ARI 700–93—Specifications for Fluorocarbon 

Refrigerants 
CGA Pamphlet S–1.1—Pressure Relief Device 

Standard Part 1—Cylinders for Compressed 
Gases 

UL 1769—Cylinder Valves 
49 CFR 173.304—Shippers—General Require-

ments for Shipment and Packagings 

[62 FR 68055, Dec. 30, 1997] 

Subpart C—Ban on Nonessential 
Products Containing Class I 
Substances and Ban on Non-
essential Products Containing 
or Manufactured With Class II 
Substances 

SOURCE: 58 FR 69675, Dec. 30, 1993, unless 
otherwise noted. 

§ 82.60 Purpose. 
The purpose of this subpart is to im-

plement the requirements of sections 
608 and 610 of the Clean Air Act as 
amended in 1990 on emission reductions 
and nonessential products. 

§ 82.62 Definitions. 
For purposes of this subpart: 
Chlorofluorocarbon means any sub-

stance listed as Class I group I or Class 
I group III in 40 CFR part 82, appendix 
A to subpart A. 
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